MACH ° Model CM-300 Gas Train

GAS TRAIN COMPONENTS

1 | Main Gas Shut—0ff Cock

2 | Low Gas Pressure Switch

3 | Gas Shut—0ff / Control Valve
4 | Air /Gas Manifold

5 | Drip Leg

6 | Blower
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Flex Hose with Gas valve Adaptors
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MA CH ® Model CM-399 Gas Train

GAS TRAIN COMPONENTS

1 | Main Gas Shut—0ff Cock

2 | Low Gas Pressure Switch

3 | High Gas Pressure Switch

4 | Gas Shut—0ff / Control Valve
S5 | Gas Manifold Gas Cock

6 | Air /Gas Manifold

7 | Drip Leg

38 | Blower
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Flex Hose with Gas valve Adaptors
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MA CH ® Model CM-500 Gas Train

GAS TRAIN COMPONENTS

1 | Main Gas Shut—0ff Cock

2 | Low Gas Pressure Switch

3 | High Gas Pressure Switch

4 | Gas Shut—0ff / Control Valve
5 | Gas Manifold Gas Cock

6 | Air /Gas Manifold

7 | Drip Leg

8 | Blower
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Flex Hose with Gas valve Adaptors
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P-K MACH ° Model C-300 Gas Train

GAS TRAIN COMPONENTS

Gas Valve Leak Test Port
Flex Hoses with Gas valve Adaptors

1 | Main Gas Shut—=0ff Cock

2 | Low Gas Pressure Switch

3 | Gas Shut—0ff / Control Valve
4 | Air /Gas Manifold

5 | Swirl Plate

6 | Blower
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P-K MACH ° Model C-450 Gas Train

GAS TRAIN COMPONENTS

Gas Valve Leak Test Port
Flex Hoses with Gas valve Adaptors

1 | Main Gas Shut—0ff Cock

2 | Low Gas Pressure Switch

3 | High Gas Pressure Switch

4 | Gas Shut—0ff / Control Valve
5 | Gas Manifold Gas Cock

6 | Air /Gas Manifold

7 | Swirl Plate

8 | Blower
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P-K MACH ° Model C-750/ C900 / C1050 Gas Train
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GAS TRAIN COMPONENTS

Main Gas Shut—0Off Cock

Low Gas Pressure Switch

High Gas Pressure Switch

Gas Safety Shut—Off / Control Valve
Gas Manifold Shut—0ff Valve

Flex Hose With Gas Valve Adaptor
Venturi

Premix Combustion Blower

Burner Hood

Burner
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P-K MACH ° Model C-1500 / C2000 Gas Train
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GAS TRAIN COMPONENTS

Main Gas Shut—0Off Cock

Low Gas Pressure Switch

High Gas Pressure Switch

Gas Safety Shut—Off / Control Valve
Gas Manifold Shut—0ff Valve

Venturi

Premix Combustion Blower

Burner Hood

Burner
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P-K MACH ° Model C2500 Gas Train

GAS TRAIN COMPONENTS

Main Gas Shut—Off Cock

Low Gas Pressure Switch

High Gas Pressure Switch

Gas Safety Shut—Off / Control Valve
Gas Manifold Shut—0Off Valve

Venturi

Premix Combustion Blower

Burner Hood

High Back Pressure Switch

Burner
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MACH ° Model C3000 Gas Train

GAS TRAIN COMPONENTS

Main Gas Shut—Off Cock

Low Gas Pressure Switch

High Gas Pressure Switch

Gas Safety Shut—0ff / Control Valve

Gas Manifold Shut—0Off Valve

Venturi

Premix Combustion Blower

Burner Hood

High Back Pressure Switch
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Burner
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MACH® Model C-4000 Gas Train

© 2011 Harsco Industrial, Patterson-Kelley

Mark

Description

Air Intake Plenum

Low Gas Pressure Switch

Main Gas Valve

Primary Manual Shutoff Valve

High Gas Pressure Switch

Secondary Manual Shutoff Valve

Burner

Blower

Burner Transition Piece

Blower Manifold
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High Exhaust Backpressure
Switch
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